
LEVEL WITH
TOP OF DRAIN
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TILE

CONT BEAD OF SILICONE
SEALANT ALL AROUND EACH
FASTENER AND MOUNTING
PLATE
GRAB BAR SHOWN - SIMILAR
CONDITION AT OTHER TOILET
ACCESSORIES

CONT CPE WATERPROOFING
MEMBRANE CUT TIGHT TO PIPE
SPACERS, SEAL

WALL BACKING TRACK - REF
PARTITION FRAMING DETAILS
AND TOILET ACCESSORIES

EQUIP ITEM MOUNTING PLATE

TOGGLE BOLT

PROVIDE SEALANT AT ALL
OPEN AREA BETWEEN
VALVE AND BACKER ROD

FIBERBOARD MAT WATER-
RESISTANT GYPSUM
BACKING PANEL

CONT CPE
WATERPROOFING
MEMBRANE

PROVIDE SEALANT ALL
AROUND INSIDE OF
ESCUTCHEON PLATE

TILE

VALVE TRIM

THINSET MORTAR AT HOLE
EDGE OF BACKER BD,
PRIME EDGE WITH
SEALANT APPLICATION

ADDITIONAL 4" RADIUS
MEMBRANE AT TILE SIDE
OF SUBSTRATE, SCRIBE TO
VALVE, SEAL

ADDITIONAL 4" RADIUS
WATERPROOFING
MEMBRANE AT TILE SIDE OF
SUBSTRATE, SEAL TO
SHOWER MEMBRANE

CONT CPE WATERPROOFING
MEMBRANE

FIBERBOARD MAT WATER-
RESISTANT GYPSUM BACKING
PANEL

SHOWER HEAD SUPPLY
FROM MIXING VALVE, SECURE
TO STUDS FOR VIBRATING
CONTROL

TILE

DOUBLE SIDED TAPE SEAL AT
ESCUTCHEON PLATE, TIGHT
TO SHOWER HEAD

THINSET MORTAR AT HOLE
EDGE OF BACKER BD, PRIME
PRIOR TO SEALANT
APPLICATION

SHOWER HEAD, SEAL
ALL AROUND WITH
SEALANT

PROVIDE MIN 1/4" SEALANT
EA SIDE OF BACKER ROD,
EACH SIDE OF SHOWER
HEAD PIPE

SLOPE

OF DRAIN

SLOPE
SLOPE SLOPE

FLOOR DRAIN WITH CLAMP RING

REINFORCED CONCRETE SLAB ON GRADE

FIBERBOARD MAT WATER-RESISTANT
GYPSUM BACKING PANEL

RESINOUS EPOXY TILE WITH INTEGRAL BASE

SHEET MEMBRANE WATERPROOFING,
EXTEND 2'-0" MIN. BEYOND ENCLOSURE,
6" UP WALLS

MORTAR BED

EXISTING CONCRETE SLAB TO REMAIN

2'-6"

PARTITION REFER TO SCHEDULE

DEPRESS FLOOR DRAIN CLAMP RING 1/2"
BELOW TOP OF CONCRETE FLOOR

2'-6" 6"

VAPOR BARRIER TO LAP EXISTING

#4 DOWEL @ 16" O.C. EPOXY
GROUTED INTO EXISTING SLAB

EXISTING CONCRETE SLAB

EQ EQ

RESINOUS EPOXY FLOORING
WITH INTEGRAL BASE

RESINOUS EPOXY TILE WITH INTEGRAL BASE

FIBERBOARD MAT WATER-
RESISTANT GYPSUM
BACKING PANEL

GALVANIZED METAL STRIP

CONT CPE WATERPROOFING
MEMBRANE

FLOOR

GUIDE BRACKET

PROVIDE 1/2" BRASS PIPE
SPACERS AT EACH TOGGLE
BOLT LOCATION

BRACING TRACK - REF
PARTITION FRAMING DETAILS
AND TOILET ACCESSORIES

SHOWER SEAT - REF TOILET
ACCESSORIES

CONT BED OF SILICONE
SEALANT AROUND EACH
FASTENER AND MOUNTING
PLATE

RE
F T

O 
TO

ILE
T

AC
CE

SS
OR

Y
SC

HE
DU

LE
 FO

R
MO

UN
TIN

G 
HE

IG
HT

TOGGLE BOLT

SPECIFY MODEL REQUIRED:

MODEL B-517 RIGHT-HAND SEAT (SHOWN)
MODEL B-518 LEFT-HAND SEAT

1' - 4 1/2"

2 1/4"

9 3/4" 9 3/4"

6 3/4" 1'-7 1/2" 6 5/8"

2'-8 7/8"

2 1/4"

L

5

1'-
5 3

/8"

EQEQ
EQEQ

TA-7A-1

1'-
5 3

/8"

FIBERBOARD MAT WATER-
RESISTANT GYPSUM BACKING
PANEL

3-5/8" METAL STUD

6" METAL STUD

1 5
/8"

CURTAIN ABOVE

RESINOUS EPOXY
FLOORING WITH
INTEGRAL BASE

CERAMIC WALL TILE

ADDITIONAL 4" RADIUS
WATERPROOFING
MEMBRANE AT TILE SIDE OF
SUBSTRATE, SEAL TO
SHOWER MEMBRANE

CONT CPE WATERPROOFING
MEMBRANE

COATED GLASS MAT
WATER RESISTANT BOARD

A8
AE613

TYP.A8
AE613

TYP.

5'-0" MIN.3'-0" MIN.

3'-
0"

3'-
0"

6"
23" MAX. 2-1/2" MAX.

15
" M

AX
.

1-1
/2"

 M
AX

.

16" MAX.

CL
EA

RA
NC

E
2'-

6"

CLEARANCE
5'-0"
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As indicated RENOVATE BUILDING 69
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SHOWER DETAILS

1/22/2014 34 86

AE613

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 6" = 1'-0"A6 GRAB BAR DETAIL AT TILED WALL

 3" = 1'-0"B8 SHOWER CONTROL VALVE  PENETRATION DETAIL

 3" = 1'-0"A8 SHOWER HEAD PENETRATION DETAIL

 1 1/2" = 1'-0"F6 HANDICAPPED SHOWER SECTION @ EXISTING CONSTRUCTION

 1 1/2" = 1'-0"D7 FOLDED CORNER AT RECESSED SHOWER

 3" = 1'-0"C3 SHOWER SEAT DETAIL - SECTION
 3" = 1'-0"C1 SHOWER SEAT DETAIL - PLAN

 1 1/2" = 1'-0"F1 TYPICAL SHOWER PLAN DETAIL
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